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NOTES:
1. Distance pieces to be used for main diameters less than 180mm diameter.
2. Distance pieces not required for main diameters greater than 250mm diameter.

TUBE DETAILS FOR SV's CHAMBER DETAILS FOR WO/HYD
All sluice valve chambers to be:- Precast chamber sections:
265mm corrugated tube 430 x 280 x 100mm deep or 610 x 455 x 100mm deep.
Top hat Heavy duty SV Gripfix cover and frame.
150mm x 150mm D.I. split lid Precast bearing slab.
Precast bearing slab.
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